Problem
The gas turbines were frequently failing due to hot end corrosion issues, the average operational period between failures being 6,000 to 16,000 hours. The units were hot water washed at regular service intervals of 4,000 hours, and also on an ad hoc basis where it was noted that generally the compressor sections of the gas turbines were found to be in a fouled condition. The frequency of the failures across the assets meant that long term strategic planning from both production and maintenance perspectives was severely limited. Apache North Sea Limited, were aware that the cause of the failures were due to 2 major contributing factors: (1) the poor quality of air entering the combustion process, contaminated with hydrocarbons, dry salt particles and salt in solution and (2) the high level of sulphur present in the fuel gas.

Solution
Apache North Sea Limited made a decision to eliminate one of the hot end corrosion failure contributing factors, which was the poor quality of air entering the combustion process, contaminated with hydrocarbons, dry salt particles and salt in solution. Due to a sound legacy of success in the North Sea, AAF were approached to offer its solution. AAF’s global site services division initially surveyed the units in February 2010 to collect the relevant existing dimensional data and to ensure any potential solution would be practical from a destruct and subsequent install perspective. AAF’s proposed low velocity solution, in order of airflow consisted of Snow Hoods, AmerVane mist eliminating vane, Amerkleen M80 coalescing pre filter and HydroCel E12 grade (H)EPA filter. AAF has been installing (H)EPA grade filtration for use on Gas Turbines based in the North Sea dating back to 2006. It is the ability of the AAF HydroCel to operate in constant wet/dry conditions, effectively removing sub micron particulate, dry salt and water containing salt in solution, that makes the HydroCel the leading technology in this environment.

Following AAF’s proposal, Apache North Sea commissioned AAF to manufacture and install the 4 No. 15 MW replacement air intake housings. Unit 1 being commissioned 16 weeks from the initial site survey. The period from PO placement, to equipment delivery being 11 weeks.
Economic Benefits to the Operator

Following the installation of AAF HydroCel E12 grade (H)EPA filtration technology, Apache North Sea have reported no failures due to hot gas corrosion issues. This is on units that have now operated for up to 24,000 hours with no sign of the onset of Hot End Corrosion. The compressor sections of the gas turbines were also found to be noticeably cleaner when inspected during the routine maintenance schedules. The engines are still hot water washed every 4,000 hours as per the service schedule, however the compressor sections of the gas turbines are considerably cleaner than before the upgrade. The planning stage for both production and maintenance is now a much more efficient process, leading to clear strategic gains in terms of TARS etc.

The Successful Outcome

15MW Gas Turbine Forties Field circa 16,000 operating hours

European & North Africa

AAF Ltd
Bassington Lane, Cramlington, Northumberland, NE23 8AF, UK
Tel: +44 (0) 1670 713 477
Fax: +44 (0) 1670 714 370
e-mail: info@aafgb.com

AAF the solutions provider for Gas Turbine auxiliary equipment repair, refurbishment, upgrade, retrofit & noise abatement solutions to meet your assets specific requirements: